In the U.S., the heating, ventilation, and air conditioning (HVAC) system is generally the largest electricity-consuming end-use in a residential building. However, homeowners are less likely to have their HVAC system serviced regularly, thus inefficiencies in operation are also more likely to occur. To address this challenge, this research works towards a non-intrusive data-driven assessment method using building assessors' data, HVAC electricity demand data, and outdoor environmental data. Building assessors' data is first used to estimate the HVAC system size, then estimate the electricity demand curve of the HVAC system. A comparison of the proposed electricity demand curve development method demonstrates strong agreement with physics-based HVAC model results. An HVAC efficiency rating is then proposed, which compares the model-predicted and actual performance data to define whether an HVAC system is operating as expected. As a case study, detailed data for 39 occupied, conditioned residential buildings in Austin, Texas, was used demonstrating the identification of the presence of potential HVAC inefficiencies. The results prove beneficial for utilities to help target residential HVAC systems in need of service or energy efficiency upgrades, as well as for homeowners as a continuous assessment tool for HVAC performance.
Introduction
Residential building electricity consumption makes up approximately 40% of total electricity use in the U.S. [1, 2] . Many factors impact the electricity use in residential buildings, including weather conditions, building size, building characteristics such as window and building envelope properties, air infiltration and ventilation, occupant behavior, and occupant-dependent end-uses, among others [3, 4] . However, in the U.S., the heating, ventilation, and air conditioning (HVAC) system is among the largest electricity-consuming end-use in a home [5] ; its electricity demand is associated with the amount of heat gains and losses in a building, as well as its size, efficiency, thermostat setpoints, and the local environmental conditions in which it operates.
The completion of a home energy audit or HVAC system tune-up is among the most common methods used to assess residential HVAC system energy efficiency and performance [6] and are often completed by a service technician who comes to the residence in person for an on-site evaluation of HVAC operations. Based on the results, recommendations of how to improve inefficiencies of the HVAC system are then made to the homeowner. This is often done by or in collaboration with programs in many utility companies that provide incentives and rebates for more energy-efficient HVAC systems or other upgraded components [7] . of environmental conditions. This is ultimately used to assess the efficiency of operation of the HVAC system itself, independent of the influence that occupants may have on HVAC operation. More specifically, when looking at the information that can be extracted from an electricity use signal of an HVAC system, the electricity demand (kW) when the system is on depends only on the characteristics of the HVAC system itself and the environmental conditions in which it is operating. Runtime values and electricity consumption also depend on the characteristics of the HVAC system, but are also dependent on the interior temperature setpoints set by occupants, and occupant behavior. Therefore, the focus of this work is on electricity demand as a proxy for evaluation of efficiency.
This research works towards an assessment method that can be used to assess in real-time, the energy efficiency of residential split, all-air HVAC systems without the need for more traditional methods such as costlier time intensive, and intrusive energy audits. The focus of this work is on developing a method which requires minimal to no information or engagement from the homeowner, and strictly uses data that can be obtained from energy use data and assessors' data. This is motivated by the needs and interests from utility companies which typically provide incentive programs for motivating energy efficiency upgrades of residential HVAC systems. Feedback received from several utilities has indicated that a methodology to better target residential customers in need of HVAC servicing or efficiency upgrades is needed using easily accessible datasets, thus the development of this methodology. In addition, the proposed method could enhance the economic efficiency with the appropriate HVAC energy efficiency upgrades and energy retrofit strategies [17, 18] .
This research is organized into three main sections, including the methodology, results and conclusions, limitations and future work. The methodology for estimating residential household level HVAC electricity demand of a large dataset of homes and for evaluation of residential HVAC performance efficiency is proposed. A case study then uses detailed energy and weather data, and building assessor's data for 39 occupied, conditioned residential buildings in Austin, Texas with the proposed method to determine HVAC efficiency ratings, demonstrating the identification of the presence of potential HVAC inefficiencies using the proposed method. The results section then shows the HVAC efficiency rating that compares the model-predicted and actual performance data to define whether an HVAC system is operating as expected. This result will help target HVAC systems in homes in need of service, energy efficiency upgrades, and be a continuous assessment tool for HVAC performance.
Methods
To predict the level of efficiency of operation of a dataset of residential building HVAC systems, the following methodology is developed and followed in this work. This includes several overall stages. First (Figure 1 ) is the utilization of data collected on basic building characteristics to determine the most probable size of the HVAC system. This is among the more challenging features to estimate without detailed system-level data, as HVAC system data is not typically available except through an on-site energy audit or service call. Next is the development of a model to predict the HVAC system electricity demand as a function of environmental conditions. The final stage is the energy efficiency evaluation of the HVAC systems ( Figure 2 ). 
Prediction of Residential HVAC Demand
2.1.1.
Step 1-Determine the Most Probable HVAC System Size To determine the best estimates of residential heating and cooling loads for the right sizing of HVAC equipment, in the U.S. it is generally recommended to use calculation methods in Manual J from the Air Conditioning Contractors of America (ACCA) [19] . This method utilizes information on many aspects of a building's thermal characteristics such as wall, floor, roof, windows, and door types, basement characteristics, and expected indoor and outdoor environmental conditions, among other details. [19, 20] . However, the significant number of inputs and information needed to complete the Manual J calculations are not readily available for a utility company or other party attempting to assess HVAC performance of a large number of homes, without a detailed audit of the building stock. 
Step 1-Determine the Most Probable HVAC System Size To determine the best estimates of residential heating and cooling loads for the right sizing of HVAC equipment, in the U.S. it is generally recommended to use calculation methods in Manual J from the Air Conditioning Contractors of America (ACCA) [19] . This method utilizes information on many aspects of a building's thermal characteristics such as wall, floor, roof, windows, and door types, basement characteristics, and expected indoor and outdoor environmental conditions, among other details. [19, 20] . However, the significant number of inputs and information needed to complete the Manual J calculations are not readily available for a utility company or other party attempting to assess HVAC performance of a large number of homes, without a detailed audit of the building stock. Assessor's data (e.g., [21, 22] ) generally includes information such as the age of house, year of occurrence and type of any major improvement, total conditioned area, building style, exterior wall material, number of total rooms, bedrooms, and bathrooms, fuel type, HVAC system type, presence of a basement, etc. In the U.S., generally assessor's data is publicly-available information, since it is used for tax purposes, however the level of availability and ease of accessibility varies by location. Thus, assuming there is only publicly-available assessor's data as a worst-case scenario, this research proposes a method that uses this limited data to determine the most probable HVAC size. It is noted, however, if homeowners can provide the size of the HVAC system installed, or the system sizing can otherwise be determined from other data sources, this step can be skipped.
Assuming this is not the case, several different methods are explored. For the first method, an analysis of the 72 homes in the Austin, TX, area where home area and HVAC size (Figure 3a) is available from the utilized dataset. This indicates that the average size of the HVAC system per square meter of conditioned floor area is approximately 0.016 (tons/m 2 ). The average size of the HVAC system per conditioned area (ton/m 2 ) in the other datasets in Cedar Falls, Iowa and (Energy Conservation Audit and Disclosure) ECAD program are close, at 0.017 and 0.020, respectively (Figure 3b,c) .
Assessor's data (e.g., [21, 22] ) generally includes information such as the age of house, year of occurrence and type of any major improvement, total conditioned area, building style, exterior wall material, number of total rooms, bedrooms, and bathrooms, fuel type, HVAC system type, presence of a basement, etc. In the U.S., generally assessor's data is publicly-available information, since it is used for tax purposes, however the level of availability and ease of accessibility varies by location. Thus, assuming there is only publicly-available assessor's data as a worst-case scenario, this research proposes a method that uses this limited data to determine the most probable HVAC size. It is noted, however, if homeowners can provide the size of the HVAC system installed, or the system sizing can otherwise be determined from other data sources, this step can be skipped. Assuming this is not the case, several different methods are explored. For the first method, an analysis of the 72 homes in the Austin, TX, area where home area and HVAC size (Figure 3a The distribution of HVAC sizes per unit area indicates there is some uncertainty associated with this estimate; however, of the potential predictor variables available in assessor's data, the conditioned area was the most significant (p-value = 0.0007 × 10 −5 , R 2 = 0.678). The second method considered is an industry rule of thumb, cited in a number of publications (e.g., [23] ), where the HVAC size (S, in tons) is approximated as follows (Equation (1)), where A is conditioned area (m 2 ):
The last method depends on the U.S. climate region in which a system is located, based on the Residential Energy Consumption Survey ( Figure 4 , Table 1 ) [24, 25] . Houses in Austin are in Zone 1. The distribution of HVAC sizes per unit area indicates there is some uncertainty associated with this estimate; however, of the potential predictor variables available in assessor's data, the conditioned area was the most significant (p-value = 0.0007 × 10 −5 , R 2 = 0.678). The second method considered is an industry rule of thumb, cited in a number of publications (e.g., [23] ), where the HVAC size (S, in tons) is approximated as follows (Equation (1)), where A is conditioned area (m 2 ):
The last method depends on the U.S. climate region in which a system is located, based on the Residential Energy Consumption Survey ( Figure 4 , Table 1 ) [24, 25] . Houses in Austin are in Zone 1. 
Step 2-Determine the Predicted HVAC Capacity at the Rated Size
The sizing and efficiency rating of the HVAC system must then be converted to a cooling capacity and power demand at design conditions. The rated capacity of an HVAC system is based on the AHRI (Air-Conditioning, Heating, and Refrigeration Institute) design conditions ( Table 2 ) [26] . While there are a range of rating conditions used to evaluate parameters such as energy efficiency ratio (EER) and coefficient of performance (COP), which are then used to calculate the seasonal energy efficiency ratio (SEER) and/or heating seasonal performance factor (HSPF), of these conditions, two standard rating conditions are generally accepted by industry to be used for evaluating HVAC capacity. For the cooling season, this rated value is associated with an outdoor drybulb temperature of 35 °C; and for the heating season, the outdoor drybulb temperature of 8.3 °C is used. Table 2 . Air-Conditioning, Heating, and Refrigeration Institute (AHRI) design conditions for a residential HVAC system [26] .
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Wetbulb ( A SEER value must also be determined or assumed. If available, the HVAC system model numbers can provide information on the efficiency of the system [27] . However, this data is not always available, particularly in assessor's data. While there are efforts to require energy benchmarking and/or energy audits to be performed for the residential building stock, such as the ECAD program in Austin, TX [28] , there are very few locations in the U.S. that require such information to be gathered for residential buildings. The U.S. Department of Energy currently requires a minimum efficiency of SEER 13 or 14 for residential systems, depending on the location and climate zone where the system is installed [29] . However, this does not mean that the HVAC system being evaluated using this method will be at this level of efficiency. Previously, lower SEER The sizing and efficiency rating of the HVAC system must then be converted to a cooling capacity and power demand at design conditions. The rated capacity of an HVAC system is based on the AHRI (Air-Conditioning, Heating, and Refrigeration Institute) design conditions (Table 2 ) [26] . While there are a range of rating conditions used to evaluate parameters such as energy efficiency ratio (EER) and coefficient of performance (COP), which are then used to calculate the seasonal energy efficiency ratio (SEER) and/or heating seasonal performance factor (HSPF), of these conditions, two standard rating conditions are generally accepted by industry to be used for evaluating HVAC capacity. For the cooling season, this rated value is associated with an outdoor drybulb temperature of 35 • C; and for the heating season, the outdoor drybulb temperature of 8.3 • C is used. Table 2 . Air-Conditioning, Heating, and Refrigeration Institute (AHRI) design conditions for a residential HVAC system [26] . A SEER value must also be determined or assumed. If available, the HVAC system model numbers can provide information on the efficiency of the system [27] . However, this data is not always available, particularly in assessor's data. While there are efforts to require energy benchmarking and/or energy audits to be performed for the residential building stock, such as the ECAD program in Austin, TX [28] , there are very few locations in the U.S. that require such information to be gathered for residential buildings. The U.S. Department of Energy currently requires a minimum efficiency of SEER 13 or 14 for residential systems, depending on the location and climate zone where the system is installed [29] . However, this does not mean that the HVAC system being evaluated using this method will be at this level of efficiency. Previously, lower SEER ratings have been required, thus it is likely that older systems will also have a lower SEER value. For the purpose of development of the proposed methodology, in the development of the predicted HVAC electricity demand curve, it can be assumed that the SEER value is the current code-required value, as the purpose of the results of this analysis method is to determine if a system is less efficient than is code minimum (i.e., code-required, properly functioning system). The implications of this are, if the system under evaluation is less than a SEER 13/14, the results of the use of the developed method will indicate the system is less efficient than predicted, regardless of if an operational inefficiency or fault exists. This aligns with the purpose of the proposed method to identify if the system is less efficient than desired, to indicate that there are opportunities for improvement as compared to code minimum.
AHRI Design Conditions Air Entering Indoor Units Air Entering Outdoor Units (
Using the determined size (S, tons) from the previous step and SEER value, the HVAC capacity ( . Q total,rated , kW) is estimated in Equation (2), based on the relationship between SEER and EER established by Wassmer [30] and widely used, including in residential building energy simulation protocols [31] :
In addition, the fan's electricity demand must also be predicted. The indoor fan power demand ( . P f an , kW) is determined using 0.773 kW per m 3 /s with the flow rate of 0.189 m 3 /s per ton [32] . The 0.773 kW per m 3 /s is the AHRI default value for fan efficiency if the information about the indoor fan is unknown in ANSI (American National Standards Institute)/AHRI (Air Conditioning, Heating, and Refrigeration Institute) Standard 210/240 [32] . The fan is assumed to be a single stage fan. The rated energy input ratio (EIR) must also be determined and is defined as the inverse of the COP.
2.1.3.
Step 3-Determine the Predicted HVAC System Power Demand (kW) Over a Range of Outdoor and Indoor Weather Conditions Using these design conditions, a set of empirical equations are used to relate the estimated capacity at design conditions to an estimated electric power demand over a range of environmental conditions. These equations follow the format of the direct expansion (DX) model utilized in EnergyPlus 9.0.1 [33] to simulate DX equipment. This includes several biquadratic functions, with the values of the dependent variables being the design conditions listed in Table 2 , where T ewb and T odb are the entering wet bulb temperature and outdoor drybulb temperature, respectively. These equations take the following form (Equation (3)):
The gross power demand ( .
P gross , kW) is calculated as a function of the energy input ratio (EIR)
and the total cooling and/or heating capacity ( . Q total , kW) (Equation (4)) [24] . By combining the gross power demand ( . P gross , kW) and the calculated indoor fan capacity ( . P f an , kW), the net power demand, i.e., the predicted HVAC system demand, ( . P net , kW) is determined. The values of EIR and . Q total are calculated using Equations (5) and (6), where EIR f (T) and . Q f (T) are the normalized energy input ratio curve and the normalized total cooling and/or heating capacity curve that are calculated as a function of T ewb and T odb in the form of Equation (3). These curves allow for temperature-based adjustments to the final calculated EIR and .
Q total values from the rated values. The flow fraction and runtime fraction are assumed to be 1.
.
The values of the coefficients (a through f) in the equations for EIR f (T) and .
Q f (T) are determined based on laboratory-collected data from the testing of a range of residential HVAC systems, and are summarized in Table 3 . These values assume the HVAC system is a single-stage, single-zone air conditioning or heat pump system. Table 3 . Curve coefficients of the energy input ratio (EIR f (T) ) and total capacity ( . Q f (T) ) [26] . To evaluate the efficiency of a particular system, the final predicted and actual (measured) demand of HVAC system are compared. An efficiency rating of an HVAC system is determined, represented as the ratio between actual (kW) and predicted (kW) values (Equation (7)). Using this ratio, if the actual demand is higher than predicted, the rating will be greater than 1; if the actual demand is lower than predicted, the rating will be less than one.
Coefficients
HVAC efficiency rating = HVAC Demand actual HVAC Demand predicted (7)
Step 2-Evaluate the Operational Efficiency of the HVAC System
When comparing actual and predicted values, two methods of comparison may be used. The actual performance may be compared to the expected performance based on the age of the home, expected age of the HVAC system and corresponding minimum efficiency of the required HVAC system at the time of construction. This comparison's results would be a reflection on what the system operational characteristics should look like at a minimum, based on the code minimum performance specifications. Second, the actual performance could be compared to the predicted performance based on the rated size and SEER value of the system. This comparison would be a reflection of the overall system health and whether or not it needs to be serviced due to a fault or inefficiency.
If the HVAC system under consideration is operating as expected, then the electricity demand of the system should be similar to that of the predicted value. If the system is not functioning properly or the system is less (or more) efficient than expected, then the system will have a higher or lower electricity demand for a given set of environmental conditions, depending on the type of fault or inefficiency present. The thresholds above and below what is deemed to be acceptable performance are next determined based on the sensitivity of the curve development to faults and inefficiencies.
Results and Discussion
To assess the ability of the proposed methodology to identify the relative efficiency or inefficiency of an HVAC system, first a detailed HVAC modeling program air conditioning/heat pump (ACHP) [34] , is used to predict the electricity demand of a residential HVAC system of a real home, which is then compared to the proposed method-predicted values. The home is a 10-year-old single-family house (111 m 2 ) serviced by a SEER 13, 2.5 ton residential HVAC heat pump split-system with 410 A refrigerant [34] . The system electricity demand is modeled under a range of outdoor temperature conditions (18.3 • C to 40.5 • C). In Figure 5 , the black line represents the HVAC model-predicted demand from ACHP (black line), which is compared to the predicted demand curve using the proposed method (blue-dashed line). The model-predicted values and the theoretical demand values are nearly identical across the range of environmental conditions considered. Based on this analysis, the proposed method provides a generally good agreement with physics-based model predictions of demand. To determine the threshold efficiency ratio above and below which an HVAC system should evaluated to be inefficient or faulty, the impact of faults and inefficiencies is evaluated using ACHP. For faults, condenser airflow rate reduction, a common inefficiency, is modeled in ACHP, at a range of 10% to 40% airflow reduction. As shown in Figure 5 , the more condenser airflow reduction, the higher HVAC demand, which is consistent with other research findings. The HVAC system efficiency rating in these cases are 1.02, 1.03, 1.09, and 1.12, respectively, for the faults of 10%, 20%, 30%, and 40%. Other literature has demonstrated that other common faults such as high-and low-refrigerant charge, also increase or decrease HVAC demand at similar levels [9, 35] . Considering such fault types, electricity demand values that are both higher and lower than the predicted temperature-electricity demand curve values may be due to a fault or an inefficiency. Based on these results, and accounting for inherent uncertainties, lower and upper thresholds of 0.9 and 1.1 were chosen to be the threshold values between which an acceptable system operation is defined. Within this range, a system is considered to be within normal operational range. Outside this range could indicate either a less efficient system or a fault in the system, either of which could be interpreted as in need of attention of a utility company that is hoping to target customers who would benefit in terms of efficiency from an HVAC system upgrade or service.
Next, to mimic how a utility or service provider might use this method to identify homes with inefficient systems, this method is then used with a dataset of HVAC electricity demand of real homes, to understand if faults and inefficiencies appear to be present and detectable using the proposed method with real data. Electricity demand data for 39 residential HVAC systems was collected from Austin, Texas from January to December of 2015 [27] . Overall, the buildings studied were 28 years old on average, with a significant range of ages, from over 80 to less than 5 years old. The conditioned areas of the buildings also varied substantially, with an average size of 210 m 2 . These residential buildings can be divided into 15 main groups based on size (tons) and SEER value (Table  4) , including sizes of 1.5 to 5 tons, and SEER values of 9 to 16. To develop the demand curves and assess overall efficiency of the HVAC systems, energy audit data was used, which included the HVAC system characteristics; this is compared to the high frequency 1-min level HVAC energy data available over the observation period. To determine the threshold efficiency ratio above and below which an HVAC system should evaluated to be inefficient or faulty, the impact of faults and inefficiencies is evaluated using ACHP. For faults, condenser airflow rate reduction, a common inefficiency, is modeled in ACHP, at a range of 10% to 40% airflow reduction. As shown in Figure 5 , the more condenser airflow reduction, the higher HVAC demand, which is consistent with other research findings. The HVAC system efficiency rating in these cases are 1.02, 1.03, 1.09, and 1.12, respectively, for the faults of 10%, 20%, 30%, and 40%. Other literature has demonstrated that other common faults such as high-and low-refrigerant charge, also increase or decrease HVAC demand at similar levels [9, 35] . Considering such fault types, electricity demand values that are both higher and lower than the predicted temperature-electricity demand curve values may be due to a fault or an inefficiency. Based on these results, and accounting for inherent uncertainties, lower and upper thresholds of 0.9 and 1.1 were chosen to be the threshold values between which an acceptable system operation is defined. Within this range, a system is considered to be within normal operational range. Outside this range could indicate either a less efficient system or a fault in the system, either of which could be interpreted as in need of attention of a utility company that is hoping to target customers who would benefit in terms of efficiency from an HVAC system upgrade or service.
Next, to mimic how a utility or service provider might use this method to identify homes with inefficient systems, this method is then used with a dataset of HVAC electricity demand of real homes, to understand if faults and inefficiencies appear to be present and detectable using the proposed method with real data. Electricity demand data for 39 residential HVAC systems was collected from Austin, Texas from January to December of 2015 [27] . Overall, the buildings studied were 28 years old on average, with a significant range of ages, from over 80 to less than 5 years old. The conditioned areas of the buildings also varied substantially, with an average size of 210 m 2 . These residential buildings can be divided into 15 main groups based on size (tons) and SEER value (Table 4) , including sizes of 1.5 to 5 tons, and SEER values of 9 to 16. To develop the demand curves and assess overall efficiency of the HVAC systems, energy audit data was used, which included the HVAC system characteristics; this is
To compare the average actual HVAC demands in each group, two cases are considered: first, the same size but different SEER values, and second, the same SEER value but different sizes ( Figure  6a,b) . In these figures, the actual HVAC demands associated with the data collected from the systems are classified into each category (as Table 4 ), then average values of actual HVAC demand in each group were calculated, and the trend lines as non-linear curves were created from these average values. With the same size (3 tons) system, when the SEER values increased from 13 to 16, the HVAC demand decreased approximately from 3.6 kW to 2.5 kW at design conditions. Thus, as expected, the higher SEER values had lower HVAC demands; this is consistent with the modeled data in Figure 5 . The increase in size of HVAC systems from 2.5 tons to 4 tons also increased the HVAC demand, also as expected. Using this same data, the predicted curve of the HVAC system demand was developed. Some examples of predicted and actual demands of HVAC systems are represented in Figure 7 . In these figures, the actual HVAC demands were created from the actual data points of 1-min interval electricity data (kW). The observed data in Figure 7 is shown as grey data points; the black solid lines represent a curve fit to the data. The blue-dashed lines represent the predicted demand based on the method proposed in this work. In these examples, the differences between the blue and black line likely represent a fault in the HVAC systems rather than a lower than required efficiency system, given that all systems in the figure are of a SEER 14 or above. Several trends are noted. In Figure 7a ,c,e the measured energy consumption is lower than the predicted values. As this difference is not due to a difference in SEER value, and literature on the impact of various HVAC faults on power demand, The observed data in Figure 7 is shown as grey data points; the black solid lines represent a curve fit to the data. The blue-dashed lines represent the predicted demand based on the method proposed in this work. In these examples, the differences between the blue and black line likely represent a fault in the HVAC systems rather than a lower than required efficiency system, given that all systems in the figure are of a SEER 14 or above. Several trends are noted. In Figure 7a ,c,e the measured energy consumption is lower than the predicted values. As this difference is not due to a difference in SEER value, and literature on the impact of various HVAC faults on power demand, this may be due to low refrigerant charge. Each of these homes would have an efficiency rating of 0.89, 0.86, and 0.81, respectively, if measured at the rated temperature, thus in all cases, using the proposed thresholds for faults, these systems would be considered inefficient. In addition, it is observed that the difference between the predicted and actual measure data is consistent across the data collected over a range of outdoor temperatures. Figure 7f shows nearly identical agreement between the measured and actual data. Figure 7b,d shows strong agreement for lower outdoor temperature conditions; however, at higher temperatures there is more of a difference between measured and predicted data. This points to the importance of, for the efficiency rating evaluation proposed, determining at what specific conditions this is evaluated.
Summarizing the results of the 39 homes of observed data, a histogram was created to understand the distribution of efficiency ratings. For this data, all ratings indicate HVAC faults rather than the presence of an inefficient HVAC system, as all SEER ratings for the HVAC systems considered are at or above the code-required values. Using the values of predicted and actual HVAC demands in the HVAC system rating Equation (Equation (7)), the resulting distribution of HVAC system ratings is shown in Figure 8 . Most of the houses (85%) have the HVAC system rating ranging from 0.9 to 1.1.
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Conclusions
To evaluate the energy efficiency in residential HVAC systems, a methodology was developed which uses limited building and HVAC data, similar to the data that would be available to a utility company on the building stock from assessor's data, to predict a HVAC electricity demand curve. When compared to the demand prediction from a detailed HVAC system model ACHP, the proposed prediction method was found to have strong agreement. This methodology was then used to compare to the actual measured electricity demand of HVAC systems to assess the efficiency of operation. Based on analysis of 39 homes in the Austin area, using a proposed set of thresholds of 0.9 to 1.1, it was found that approximately 85% of total houses were evaluated as having average HVAC energy efficiency. If the value of HVAC rating is under 0.9 or higher than 1.1, the HVAC system in this house is evaluated as faulty or inefficient and would benefit from servicing or replacement. As HVAC systems continue to become more efficient, and as efficiency standards require higher efficiency residential HVAC systems, these values can be updated with results from new data and information.
One limitation of this effort is that a smaller subset of residential buildings in Texas was studied. While HVAC systems are typically similar in type and characteristics throughout the U.S., climate conditions can vary by location, thus it would be beneficial to further study buildings and their HVAC systems located in different climate zones. In addition, more HVAC systems with a broader range of SEER values would be beneficial to include in future studies. This will help to further assess 
One limitation of this effort is that a smaller subset of residential buildings in Texas was studied. While HVAC systems are typically similar in type and characteristics throughout the U.S., climate conditions can vary by location, thus it would be beneficial to further study buildings and their HVAC systems located in different climate zones. In addition, more HVAC systems with a broader range of SEER values would be beneficial to include in future studies. This will help to further assess the method's applicability for the evaluation of HVAC efficiency. In addition, other fault types should be investigated to understand the impact on HVAC electricity demand, and what level of detection of such faults can be achieved through the proposed methods. Another potential limitation is the weather data. This effort uses airport-based weather data which is not necessarily representative of the building microclimate in which the HVAC system operates. This may be a source of error from the input data which could impact the ability of the model to predict electricity demands. However, as building microclimate data was not measured at each home considered, this was not a factor that could be considered in this work. In addition, further study is needed to assess the economics associated with the collection and analysis of data to achieve early detection of faults and/or system inefficiencies, and act on these issues with corrective actions or system replacement earlier than otherwise is likely to occur.
The findings of this study have significance, in particular for the residential building systems, energy efficiency, and HVAC areas of research. The ability to predict demand and rate efficiency of an HVAC system without the additional collection of detailed data on the HVAC system characteristics is highly beneficial in the case where evaluating the efficiency of a system is desired, yet there is limited availability of energy and weather data. Such would be the case, for example, if a utility company is seeking to determine which homes in their service area to target for HVAC energy efficiency upgrades. Traditionally such evaluation would require more costly and intrusive energy audits and require the collaboration with homeowners. The proposed methods developed as part of this investigation can overcome such barriers to identify potential opportunities for efficiency improvements without the need for significant time or homeowner engagement. The continuous monitoring of the HVAC system demand data and reevaluation of the efficiency over time would also enable ongoing evaluation of performance, thus also enabling the identification of issues with HVAC systems earlier on, before failure occurs.
The application of this research has benefits for homeowners and/or occupants of residential buildings and the utility companies that supply energy to these homes. The feedback provided to homeowners using the HVAC efficiency evaluation can raise awareness of the homeowners and/or occupants in energy savings in their residential buildings, and in particular, know the efficiency status of HVAC system and be notified of abnormal energy consumption. For utilities, the information resulting from the proposed models can be used to target those customers that would most benefit from efficiency upgrades and other commonly implemented rebate programs. 
